
+31,00 (+33,80)

+32,40

b

b

a

a

4.2. classical closed storage facility

5.1 technical workshops and storage facilities

5.3 engine rooms and technical ficilities

5.
3 

en
gi

ne
 ro

om
s a

nd
 te

ch
nic

al
 fi

cil
itie

s

4.2.1 / 4.2.2
classical closed storage

facility536,25 m2

3.11.3.lavatoriesmen10,20 m2

l.d.p4,44 m2

3.12.2.
vertical communications

62,48 m2

3.11.5.lavatorieswomen10,20 m2

5.1.1workshop of
maintenance workers

(3 workstations)
26,17 m2

5.1.3local depot and
steward's offic

31,00 m2

5.1.4room for separate
waste stockin31,00 m2

5.2.1computer centre
(1 workstations)

168,63 m2

5.1.2storage roomfor library
and shelter equipment

201,02 m2

5.3.3air conditioning
engine room

freely accessible library
205,13 m2

5.3.1air conditioning
engine roomcomputer43,50 m2 5.3.4air conditioning

engine roomoffices70,06 m2

5.3.2air conditioning
engine room

storage facilities+hall+cafe

229,41 m2

5.3.5plumbingengine room
whit a hydro station

41,50 m2

5.3.11technical facilitiesfor TCnetworks49,03 m2

5.3.7refrigerationgenerator45,03 m2

5.3.12UPS powersupply15,49 m2

5.3.9floor communicationhubs31,30 m2

5.3.10diesel generator
34,80 m2

5.3.8transformer station
61,98 m2

5.3.6hearting station
31,31 m2
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